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CITY LIGHT MEMORANDUM

DATE SEPTEMBER 21 1979

TO J P REECHI

FROM C T ROCKEY0TD
RCCXE

SUBJECT PCB CONTENT COMMERCIAL SUBWAY TRANSFORMERSTRANSFORMER

IN RESPONSE TO YOUR MEMORANDUM OF JULY 30 1979 WE HAVE LOCATED AND

TESTED OIL SAMPLESSAMPLE FROM THE TEN WESTINGHOUSE 26400 GRDY15250480Y277
VOLT COMMERCIAL SUBWAY TRANSFORMERS THE RESULTSRESULT WERE AS FOLLOWS THERE

APPEARSAPPEAR TO BE SOME CORRELATION BETWEEN THE PCB CONTENT AND THE RECEIVING

DATES

KVA RECEIVING
DATE

PCB PRESENT LOCATION

CONTENT

525L 1076

1 THESE TRANSFORMERSTRANSFORMER WERE MANUFACTURED UNDER THE OLD EPA RULESRULE WHICH

ALLOWED UP TO 500 PPM TO BE CLASSIFIED NON PCB TRANSFORMER

2 NEW EPA RULESRULE NOW ALLOW UP TO 50 PPM TO BE CLASSIFIED NON PCB

TRANSFORMER3 50 TO 500 PPM TO BE CLASSIFIED PCB CONTAMINATED

TRANSFORMER AND 500 PPM AND ABOVE ARE CLASSIFIED PCB TRANSFORMERS

3 THE THREE TRANSFORMERSTRANSFORMER WITH PCB CONTENTSCONTENT ABOVE 500 PPM CS177 CS180
AND CS181 WILL BE LABELED BY CITY LIGHT AS PCB TRANSFORMER AND

SET ASIDE NOT TO BE INSTALLED

4 THE REMAINING SEVEN TRANSFORMERSTRANSFORMER WILL REMAIN UNLABELED AND CITY LIGHT

WILL INSTALL THEM AS NEEDED

RECEIVED

SEP 251979

CITY WESTINGHOUSE
NO SERIAL NO

CS176 YAV657904 2000 92776 430 STOCK

CS177 YAV 657905 2000 92376 750 STOCK

CS180 YAV 657906 2000 92376 650 STOCK

CS181 YAV 657907 2000 92776 560 STOCK

CS182 YAV 657908 2000 101976 170 STOCK

CSL83 YAV 657909 2000 101976 170 STOCK

CS184 YAV 658401 1000 102276 48 MOREL FOUNDRY
CS185 YAV 658402 1000 102276 69 GAISGAI BAKERY

CS186 YAV 658403 1000 102276 51 FRED MEYERAURORA
CS187 YAV 658404 1000 102276 68 LECKENBY STEEL

WE HAVE DISCUSSED THE RESULTSRESULT WITH ENVIRONMENTAL AFFAIRSAFFAIR MARY SAVELA AND

FOUND THE FOLLOWING

CTY0069442



J P RECCHI

PAGE

SEPTEMBER 21 1979

5 LETTER WILL BE SENT TO WESTINGHOUSE STATING THE TEST RESULTS
SINCE THE PCB CONTENT OF THREE TRANSFORMERSTRANSFORMER WAS ABCVE WHAT WAS

REQUIRED BY THE EPA AT THE TIME OF MANUFACTURE WE WILL ASK

WESTINGHOUSE TO CORRECT THOSE THREE UNITS THISTHI LETTER WILL BE

COORDINATED THROUGH ENVIRONMENTAL AFFAIRSAFFAIR AND THE CITY ATTORNEY

FOR YOUR GENERAL INFORMATION THE COST OF TESTING THE OIL SAMPLESSAMPLE
WAS 8500 PER TRANSFORMER NOT INCLUDING CITY LIGHT LABOR
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